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 DEPARTMENT OF THE ARMY 
 Omaha District, Corps of Engineers 
 106 South 15th Street 
 Omaha, Nebraska 68102-1618 
 
 _________________________________ 
 :NOTICE:  Failure to acknowledge :         Solicitation No. DACA45 03 R 0034 
 :all amendments may cause rejec- : 
 :tion of the offer.  See FAR     :         Date of Issue: 21 NOV 2003 
 :52.215-1 of Section 00100       :         Date of Receiving Proposals: 
                                            9 JAN 2004 
 
                                             Amendment No. 0002 
                                             30 December 2003 
 
SUBJECT:  Amendment No. 0002 to Request for Proposal Solicitation Package 
for Design and Construction of REPLACE CENTRAL FIRE ALARM SYSTEM, PN 3378, 
IOWA AAP, IOWA. 
                                                                         
          Solicitation No. DACA45 03 R 0034.   
 
TO:       Prospective Offerors and Others Concerned  
 
 1. The specifications and drawings for subject project are hereby modified 
as follows (revise all specification indices, attachment lists, and drawing 
indices accordingly).   
 
  a. Specifications.  (Descriptive Changes.) 
 

(((111)))   Amendment No. 0001, Page 1, paragraph 1.a, item (4) delete 
“Section 01007” and substitute “Section 13852A”. 

 
(((222)))    Section  00800, Page 5, paragraph 1.5, subparagraph a. 
Building With Restricted Access, item 3 for Line 3A, delete “3A-20-
1 & 3A-20-2,”. 

 
(((333)))     Section 13851A, Page 9, paragraph 1.4.2, subparagraph k., to 
the end of this subparagraph, add: 

 
“For pricing purposes, the Contractor shall assume that the elevator 
recall equipment is available in the existing elevator controller.” 

 
(((444)))     Appendix A – CENTRAL FIRE ALARM REQUIREMENTS BY LINE OR AREA, 
Requirements for GENERAL AREA. 

 
(a) Bldg 500-118, Sprinkler Flow and Tamper Switch 

Requirements, under column entitled “Additional Notes 
and Requirements”, insert: 

“Note 2”. 
 

(b) Notes, following note 1, add: 
 

“2.   The 6-inch main riser splits into two dry pipe risers.   
The status of the pressure switches on the dry pipes shall be 
monitored.   Disconnect and remove the Gamewell system connection 
to the pressure switches.” 
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  b.  Drawings (Not Reissued).  The following RFP sheets of drawing code 
F 880-10-01 are revised as indicated below with latest revision date of 30 
December 2003.  These drawings are not reissued with this amendment.  
 

(((111)))     Sheet F4.06, BLDG 3A-04 floor plan, revise floor plan to show 
door openings and floor plan revisions in accordance with attached 
Sketch SKF4.06. 

 
(((222)))     Sheet F4.07, BLDG 3A-12 floor plan, delete note reading “NO 
BLDG. SPRINKLER SYSTEM”. 

 
(((333)))     Sheet F4.08.  

 
(a) Floor plan for BLDG 3A-50-1, add the following note: 

 
“NOTE:  THE FACP SHOWN MAY BE LOCATED INSIDE THE BUILDING WITH A PROPERLY 
   RATED ENCLOSURE.” 

 
(b)  BLDG 3A-01 floor plan, revise floor plan to show door 

openings in accordance with attached Sketch SKF4.08 and 
add the following note: 

 
“NOTE:  THE FACP SHOWN MAY BE LOCATED OUTSIDE THE BUILDING OR INSIDE THE 
   BUILDING WITH A PROPERLY RATED ENCLOSURE.” 

 
(((444)))     Sheet F5.04, GENERAL AREA FIRE ALARM RISERS, revise fire 
alarm riser diagram for Building 500-118 In accordance with 
attached Sketch SKF5.04 (AM2). 
 

 2. This amendment is a part of the proposing papers and its receipt shall be 
acknowledged on the Standard Form 1442.  All other conditions and requirements 
of the request for proposal remain unchanged.  If the proposals have been 
mailed prior to receiving this amendment, you will notify the office where 
proposals are received, in the specified manner, immediately of its receipt and 
of any changes in your proposal occasioned thereby.  
 
  a. Hand-Carried Proposals shall be delivered to the U.S. Army Corps 
of Engineers, Omaha District, Contracting Division (Room 301), 106 South 15th 
Street, Omaha, Nebraska 68102-1618. 
 
  b. Mailed Proposals shall be addressed as noted in Item 8 on Page 
00010-1 of Standard Form 1442.  
 
 3. Offers will be received until 2:00 p.m., local time at place of 
receiving proposals, 9 JAN 2004.  
 
Attachments:  
Drawing Sketches SKF4.06, SKF4.08 and SKF5.04 (AM2) 
 
U.S. Army Engineer District, Omaha  
Corps of Engineers  
106 South 15th Street  
Omaha, Nebraska 68102-1618  
 
30 December 2003 
DRL/4547 








